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RUGBY CENTER IN TBILISI LTD *GTG*
R -1-2-3 3 RUGBY  FIELD LIGHTING PROJECT Date: 06-11-2015

1. Project Description

1.1 3-D Project Overview

A MVF403 A2 B MVF403 A3
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1.2 Top Project Overview

A MVF403 A2 B MVF403 A3
C MVF403 A4 D MVF403 A5
E MVF403 A6 F MVF403 A7
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2. Luminaire Details

2.1 Project Luminaires

MVF403
MVF403 1xMHN-SAH2000W/400V/956 A2

Light output ratios
 DLOR : 0.82
 ULOR : 0.00
 TLOR : 0.82

Ballast : Conventional
Lamp flux : 226000 lm
Luminaire wattage : 2175.0 W
Measurement code : LVM1246600

Note: This luminaire is a special version of the mentioned 
measurement code.
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Luminous Intensity Diagram (candela/1000 lumen)

MVF403
MVF403 1xMHN-SAH2000W/400V/956 A3

Light output ratios
 DLOR : 0.82
 ULOR : 0.00
 TLOR : 0.82

Ballast : Conventional
Lamp flux : 226000 lm
Luminaire wattage : 2175.0 W
Measurement code : LVM1246700

Note: This luminaire is a special version of the mentioned 
measurement code.
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Luminous Intensity Diagram (candela/1000 lumen)
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MVF403
MVF403 1xMHN-SAH2000W/400V/956 A4

Light output ratios
 DLOR : 0.80
 ULOR : 0.01
 TLOR : 0.81

Ballast : Conventional
Lamp flux : 226000 lm
Luminaire wattage : 2175.0 W
Measurement code : LVM1246100

Note: This luminaire is a special version of the mentioned 
measurement code.
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Luminous Intensity Diagram (candela/1000 lumen)

MVF403
MVF403 1xMHN-SAH2000W/400V/956 A5

Light output ratios
 DLOR : 0.80
 ULOR : 0.01
 TLOR : 0.81

Ballast : Conventional
Lamp flux : 226000 lm
Luminaire wattage : 2175.0 W
Measurement code : LVM1246200

Note: This luminaire is a special version of the mentioned 
measurement code.
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Luminous Intensity Diagram (candela/1000 lumen)
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MVF403
MVF403 1xMHN-SAH2000W/400V/956 A6

Light output ratios
 DLOR : 0.80
 ULOR : 0.00
 TLOR : 0.80

Ballast : Conventional
Lamp flux : 226000 lm
Luminaire wattage : 2175.0 W
Measurement code : LVM1246300

Note: This luminaire is a special version of the mentioned 
measurement code.
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Luminous Intensity Diagram (candela/1000 lumen)

MVF403
MVF403 1xMHN-SAH2000W/400V/956 A7

Light output ratios
 DLOR : 0.80
 ULOR : 0.00
 TLOR : 0.80

Ballast : Conventional
Lamp flux : 226000 lm
Luminaire wattage : 2175.0 W
Measurement code : LVM1246400

Note: This luminaire is a special version of the mentioned 
measurement code.
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Luminous Intensity Diagram (candela/1000 lumen)
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