
proeqtis Semadgenloba

dasaxeleba# furceli

1

2

gT-1ganmartebiTi baraTi, specifikacia,

I sarTulis gegma

II sarTulis gegma

gaTbobis milgayvanilobis sqema

gT-2

gT-3

gT-4

3

4

specifikacia

dasaxeleba#
zoma

mm

erT.

ganz.
r-ba

1

sacirkulacio tumbo Q=2.0m³ kvt.

H=1.5m.w.s. N=200 vt.

kedelze dasakidi, dabali wnevis daxurul

kameriani bunebriv airze momuSave qvabi

gaTboba-cxeli wyalmomaragebisTvis Q=40.0 kvt.

2

3

4

Termometri

manometri

5 ukusarqveli

6 urduli

7

8

9

10

paneluri radiatori 22PKKP H=600mm

d=50

L=500

paneluri radiatori 22PKKP H=600mm

paneluri radiatori 22PKKP H=600mm

paneluri radiatori 22PKKP H=600mm

paneluri radiatori

L=600

L=700

L=800

L=120011

12

13

14

15

maregulirebeli ventili d=20

ukusarqveli

avtomaturi haergamSvebi

plastmasis folgiani mili

plastmasis folgiani mili

plastmasis folgiani mili

plastmasis folgiani mili

16

17

18

d=20

d=25

d=32

d=40

d=50
19

20

21 plastmasis milebis fasonuri nawilebi 30%

milebis izolacia kauCuknarevi SaliTiT

sistemis hidravlikuri gamocda

cali

"

"

"

"

"

"

"

"

"

"

"

"

"

grZ.m

"

"

"

"

sistema

1

1

2

2

1

2

3

3

5

8

3

d=20

d=20

25

25

15

plastmasis folgiani mili 5

15

40

50

200

160

1

ganmartebiTi baraTi   /gaTboba/

   gaTbobis sistema ormilovania qveda ganaweilebiT, siTbos wyarod

miRebulia gazis dabali wnevis kedlis qvabi. TboSemcvlelis parametrebiT

80-60° gare haeris saangariSo temperaturad miRebulia _ 17° C gaTbobis

xelsawyod miRebulia 22/PKKP tipis, H=600 mm-n da H=300 mm-ni foladis

paneluri radiatori h=600mm tipi 22/PKKR siTbos maregulirebeli ventiliT,

Camketi sarqveliT da avtomaturi haergamSvebiT milgayvaniloba gatardes

pirvel sarTulze iatakqveSa arxSi i=0.03%-iani daxrilobiT da SeifuTos

saizolacio 10mm-ani kauCuknarevi SaliTiT.

saqvabis saTavsoSi moewyos cxauriani saventilacio sarkmeli. gazis

xarji Sadgens 5.0m³/sT.

  sistemis mintaJis Semdeg ganxorcieldes hidravlikuri gamocda.

  siTbos xarji Seadgens  Q=35.0 kvt

  cxeli wy. xarji         Q=3.0 kvt

                   sul:     Q=38.0 kvt

24

22

23 cxauriani sarkmeli

moqnili milis sakvamuri Ø25/100

500X600 cali 1

m 10/5

sardafis sarTulis gegma vk-11

I sarTulis gegma vk-22

II sarTulis gegma vk-33

ventilacia-kondicireba

gaTboba

kondicireba

Senobis saTavsoebis kondicireba gaTvaliswinebulia "zamTar-zafxulis"

sistemis, Siga da gare blokebis saSualebiT.

         ventilacia

1. sardafSi, generatoris saTavsoSi ganxorcieldes bunebrivi haeris

ventilacia ∅125 mm-ni moqnili milis saSualebiT.

  2. samzareuloSi Hhaeri cirkulirdeba RerZuli ventiliatoriT, xolo san.

kvanZebidan, bunebrivi gawova

paneluri radiatori 22PKKP H=600mm

L=1500 "
422PKKP H=300mm

25

"zamTar-zafxulis" tipis kondicioneri 7000Btu/h 126

327

128

Q=2.2KWT

Q=3.6KWT

Q=4.2KWT

cali

cali

cali

"zamTar-zafxulis" tipis kondicioneri 12000Btu/h

"zamTar-zafxulis" tipis kondicioneri 14000Btu/h

m

129 caliRerZili ventiliatori L L=170 m³sT

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
gT-1

gaTboba

gaTbobis milgayvanilobis

sqema

4



5,37 m2 

5,34 m2 

6,83 m2 

9,84 m2 

A B C D F

4

3

1

2

E

3.60 2.60 2.45

2.
70

1.
40

4.
35

14.65

8.
45

2.00 4.00

0.30

0.30

5.26

0.
30

0.
30

0.
28

I sarTulis gegma

eqsplikacia

1. tamburi
2. momsaxurebis sivrce
3. sakonferencio oTaxi
4. sakonsultacio oTaxi
5.  ATM, Paybox
6. w.c.
7.  derefani

50,88m2 

28,88 m2 

2,86 m2 

3,48 m2 6,19 m2 

1

2

3

45

7

6
2Ø322Ø40

2Ø32 2Ø25

2Ø
32

2Ø
32

2L=1500
2H=300

L=800

L=1200 L=1200 L=600 L=700

2Ø20

10
1

9 8

2

3

4

5 7

kedelze dasakidi, dabali wnevis

gazis wyalmacxelebeli  qvabi Q=40 kvtsakvamuri Ø=150

cxauriani

sarkmeli 500X600

L=
70

0

6

2Ø
25L=

50
0

2Ø40

2Ø
25

5

2L=1500
2H=300

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
gT-2

gaTboba

I sarTulis gegma

4



31,58 m2 

9,26 m2 

28,01 m2 

5,22 m2 
6,37 m2 

7,41 m2 

A B C D F

4

3

2

E

1

3.60 2.60 2.45 6.00

14.65

2.
69

1.
40

4.
35

8.
45

II sarTulis gegma

eqsplikacia

1. derefani
2. samkiTxvelo
3. wignsacavi
4. biblioTekaris oTaxi
5.  w.c.
6. terasa
7. samzareulo

14,90 m2 

F
2

3

4

6

5

1

7

L=800

L=1200

101 9 8

2

3
4

5 7

L=800 L=500 L=500 2L=700

L=800 L=800 L=800

L=800 L=600

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
gT-3

gaTboba

II sarTulis gegma

4



2Ø32

H=300

2Ø25

2Ø40

2L=700

H=300
2L=1500

L=500 L=500

L=
80

0 2L=800

L=600L=800L=1200

L=1200

L=
70

0

L=600 L=700

2Ø202Ø32 2Ø25

2Ø
32

2Ø
32

2Ø
25

20

20

20 20

20

2Ø50

20
20

101

9

8

2

3

4

5

5

gaTbobis milgayvanilobis saqema

kedelze dasakidi, dabali wnevis

bunebriv airze momuSave qvabi

gaTbobisa da cxeli

wyalmomaragebis sistemisTvis,

wvis germetuli /daxuruli/

kameriT, siTbos warmadobiT

Q=40.0 kvt.

cxeli wyali ∅20mm

wyalsadeni ∅25mm

gaTbobis sistema

ukusarqveli

 d=50

sacirkulacio

tumbo

 Q=2.0m³

gaTbobis

sistemaSi

 2d=50mm

d=
20

2Ø
25

25

20

202Ø32

kedelze dasakidi gazis

wyalgamacxelebeli

qvabi Q=40.0 kvt

20

6

7

L=
80

0
L=

80
0

25

L=800

L=800 L=1500
H=300
L=1500

L=
70

0

20

L=500

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
gT-4

gaTboba

gaTbobis milgayvanilobis

sqema

4



A B C

4

3

1

2

D

3.60 2.60

8.65

2.
70

1.
40

4.
35

8.
45

2.45

0.40

0.
40

0.40

0.
40

-2,80

eqsplikacia

1. derfani
2. saqvabe
3. arqivi
4. sakuWnao

sardafis sarTulis gegma

25,76 m2 

5,67 m2 

10,98 m2 

11,60 m2 

el. fari

1

23

4

gamonabolqvis gawova

modinebiTi haeri

el. generatori

I sarTulis gare
blokidan Q=7000 Btu/h

I sarTulis Sida bloki
 Q=2.2 KWT

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
vk-1

ventilacia-kondicireba

   sardafis sarTulis gegma

3



5,37 m2 

5,34 m2 

6,83 m2 

9,84 m2 

A B C D F

4

3

1

2

E

3.60 2.60 2.45
2.

70
1.

40
4.

35

14.65
8.

45

2.00 4.00

0.30

0.30

0.
30

5.26

0.
30

0.
30

0.
28

0.00

-0,60

I sarTulis gegma

eqsplikacia

1. tamburi
2. momsaxurebis sivrce
3. sakonferencio oTaxi
4. sakonsultacio oTaxi
5.  ATM, Paybox
6. w.c.
7.  derefani

50,88m2 

28,88 m2 

2,86 m2 

4,56 m2 

3,48 m2 6,19 m2 

4,79 m2 

3

1

2

3

45

7

6

4,56 m2 

12000 Btu/h Q=3.6KWT 7000 Btu/h Q=2.2KWT

1 serveris oTaxisTvis
12000 Btu/h Q=3.6KWT

bunebrivi gawova

d=100 mm

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
vk-2

ventilacia-kondicireba

I sarTulis gegma

3



31,58 m2 

9,26 m2 

28,01 m2 

5,22 m2 
6,37 m2 

7,41 m2 

A B C D F

4

3

2

E

1

3.60 2.60 2.45 6.00

14.65

2.
69

1.
40

4.
35

8.
45

3.30

II sarTulis gegma

eqsplikacia

1. derefani
2. samkiTxvelo
3. wignsacavi
4. biblioTekaris oTaxi
5.  w.c.
6. terasa
7. samzareulo

14,90 m2 

F
2

3

4

6

5

1

7

14000 Btu/h Q=4.2 KWTRerZuli ventiltori

L=170 m³sT

bunebrivi gawova

d=100 mm

furc. raoden. masStabi

e. woweria

borjomis raioni, daba bakuriani, aRmaSeneblis q. #8,

sazogadoebrivi centris proeqti

ssip saxelmwifo servisebis ganviTarebis saagento.

s.k.202307404mis. q.Tbilisi wereTlis gamz. #67a

Tebervali 2016 weli
saxelmwofo servisebis ganviTarebis saagentos

infrastruqturis monitoringis samsaxuris saproeqto

samuSaoebis specialisti
vk-3

ventilacia-kondicireba

II sarTulis gegma

3


