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ganmartebiTi baraTi

                                                                                                                                                    .
mimdinare proeqti iTvaliswinebs saqarTvelos sazogadoebrivi mauwyeblis Sida el. momaragebas. obieqti ikvebeba dabali Zabvis mTavari
faridan romelic ganTavsebulia administraciuli Senobis el. oTaxSi. el. mowyobiloba Tu damxmare kvebis wertili ikvebebia mTavari
faridan. TviTon mTavari fari ikvebeba teritoriaze saproeqto satransformatoros dabali mxaris oTaxSi ganTavsebuli dabali Zabvis
faridan. aseve proeqtSi mocemulia Senobis gare ganaTebis nawili, romelic moicavs sareklamo aso-warwerebis ganaTebas. aseve mTavari
faridan ikvebeba gaTboba ventilaciis datvirTvebi. gaTboba ventilaciis simZlavreebi ikvebeba qalaqis jgufidan. proeqti ar iTvaliswinebs
obieqtis sarezervo kvebiT srul momaragebas. sarezervo kvebiT momarageba gaTvaliswinebulia ori jgufis el. datvirTvebisaTvis.  pirveli
kategoriis kvebiT anu generatoriT uzrunvelyofilia datvirTvebi romlebis ganlagebulia pirvel da meore sarTulze ganlagebul darbazSi
da warmoadgenen samuSao adgilebis rozebs; atriumis ganaTebas.; nulovani kategoriis kvebiT anu uwyveti kvebis wyarodan kvebiT
uzrunvelyofilia redaqtirebis; samontaJo da radio mauwyeblobis oTaxebis el. mowyobilobis mkvebavi rozetebi. aseve nulovani kategoriiT
ikvebeba mTavari studiis ganaTebis fari da 2 damxmare kvebis wertili, romlebic gaTvaliswinebulia studiis satelevizio mowyobilobebis
kvebis uwyvetobis uzrunvelsayofad. uwyveti kvebis wyaro ganTavsebuli iqneba serveris oTaxSi da uzrunvelyofili iqneba generatoris xaziT.
generatoris ganTavsebis adgili ar aris proeqtiT gansazRvruli, magram mTavar farSi gaTvaliswinebulia avtomauri gadarTvis sistemis
generatoridan mkvebavi xazis mimRebi avtomaturi amomrTveli da rezervis Seyvana moxdeba avomaturad mTavari faridan. obieqtis jamuri
moTxovnili simZlavrea (erTdroulobis koeficientebis gaTvaliswinebiT) . generatorze moTxovnili simZlavrea anu

ze  moTxovnili simZlavrea anu
dabali Zabvis parametrebia:     1. muSa Zabvebi 380/220 V
                                                             2. sixSire 50 Hz.
                                                             3. damiwebis tipi TN-S  yrud damiwebuli neitraliT.

 Sida ganaTebis qseli uzrunvelyofilia 1-li kategoriis kvebiT.  gare ganaTebis sanaTebis marTvas anTeba Caqrobaze uzrunvelyofs
Sesabamis farebSi ganTavsebuli avtomaturi sistema. SesaZlebelia agreTve xeliT marTvaze gadasvla.
.   proeqtis winamdebare nawili damuSavebulia eleqtromomaragebis Semdegi standartebis mixedviT:
saSualo Zabvis gamanawilebeli farebi Seesabameba Semdeg standartebs:
IEC 62271-102 HV AC -damiwebiani rozetebis standartebi
IEC 62271-100 HV AC -avtomaturi amomrTvelebis standartebi
IEC 60529 -dacvis koeficientis standartebi (Ingrease Protection).
IEC 60186 -Zabvis transformatoris standarti.
   gamanawilebeli farebi  Seesabameba Semdeg standartebs
EC255-5-IEC664-1 -izolaciis Semowmebis standarti
IEC255-CEI141-1 -metrologiuri standarti
IEC 60271-102 damiwebis da damiwebiani rozetebis standarti
  SeniSvna:  teq. davalebiT proeqti iTvaliswinebs mxolod dabali ZabviT el. momaragebas mimdebare qvesadguridan. proeqti iTvaliswinebs
obieqtis Sida kabelizacias. datvirTvebi aRebuli Sesabamisi proeqtis Sida qselebis sakabelo Jurnalebidan. Sida ganaTebis sanaTebi
aRebulia specialuri ganaTebulobis gaTvlis programiT daTvlili proeqtidan da saSualo ganaTebulobad samuSao adgilze samuSao
simaRleze miRebulia 250 luqsi. da mocemulia calke proeqtad.

Zugdidi Botanical Garden
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 generatorze moTxovnili simZlavrea 361.29 kW anu 446.30  anu 446.30  anu 168.19 kVA;                                                                                                                   380/220 V  50 Hz.  TN-S  yrud damiwebuli neitraliT.    Sida ganaTebis qseli uzrunvelyofilia 1-li kategoriis kvebiT.  gare ganaTebis sanaTebis marTvas anTeba Caqrobaze uzrunvelyofs : 



damiwebis eleqtrodi
perforirebuli
kuTxovana 60x60mm

perforirebuli damiwebis saltis samargi
eleqtrodze

perforirebuli
zolovna 40x4mm

damiwebis sakontrolo
Wa 300 x 300 mm

SeniSvna:
- damiwebis montaJisas yvela momWerebiT Sesrulebuli SeerTeba
unda Sesruldes eleqtrogamtari antikoroziuli sapoxi
masalis damatebiT da SefuTul iqnas specialuri izolentiT
- horizontaluri dammiwebli dafaruli inda iyos miwis
erTgvarovani wvrili fraqciiT, romelic ar unda Seicavdes
qvebs da samSeneblo nadavs 200 sm. simaRleze Semdeg ki mieyaros
adgilobrivi grunti.

kvanZi-1

kvanZi-2

kvanZi-3

aucilebeli dasacavi pirobaa
vertikaluri eleqtrodi 3000 mm

daSoreba Senobis fundamentidan
aranakleb 1000 mm-sa.

miwis zedapiris done

Senobis fasadze mimagrebis sqema Senobis Sida samagris
 sqema

salteebis gadabmis sqema

50x4 saltis gadabma
mimagreba kedelze

50x4 saltis
 mimagreba kedelze

50x4 saltis gadabma
mimagreba kedelze

50x4 saltis
 mimagreba kedelze

kvanZi-4

mTavari
farisken

75
0

60
0

kabelis moZraoba gibsokardonis kedlebisaTvis

gamanaw. kolofi

gamanaw. kolofi

gofrir. mili

iatakis done

rkinis kabelarxi

badisebri kabelarxis montaJi kedelze

kabeli

nom. dasaxeleba

1.

2.

3.

4.

kabelarxis Taro

betonis dubeli

badisebri kabelarxi

4

2

3

1

kabelarxze gamanawilebeli kolofis samagri

kabelarxis gadabmeli samagri

badisebri kabelarxi

nom. dasaxeleba

1.

2.

3.

4.

kabelarxis Taro

kabelarxis sakidi

sakidis samagri xamuTi rigelze

ganStoeba

potencialTa ganmaTanabrebeli kabeli

4

kabelarxze gamanawilebeli kolofis samagri

kabelarxis gadabmeli samagri

ganStoeba

potencialTa ganmaTanabrebeli kabeli

2

1
3

4

el. furnituris da sanaTebis

sainstalacio sqemebi

85
-9
5 
mm
.

25
-3
5 
mm
.

damiwebis Wis mowyoba damiwebis konturis instalaciis sqema

dam. eleqtrodis instalacia damwebis salteebis da eleqtrodis samagrebikabelis moZraoba Selesili kedlebisaTvis

gamanaw. kolofi

gamanaw. kolofi

sanaTi

gofrir. mili

gofrir.
mili

iatakis done

rkinis kabelarxi

85
-9
5 
mm
.

25
-3
5 
mm
.

kedelze montaJis rozeti

kedelze montaJis CamrTveli

kabelkorobSi montaJis rozeti

kabelkorobSi montaJis CamrTveli

Sekiduli WeriSekiduli Weri

gofrir.
mili

sanaTi

15
030

0

plasmasis
kabelarxi

plasmasis el.
samontaJo mili

badisebri kabelarxis montaJi Werze

30
0

GPB INDOOR LIGHTING PROJECT

DATE
TariRi

SCALE
masStabi

PAGE FORMAT
formati

STAGE
stadia

FILE NAME
faili

LAYOUT
gverdi

SHEET
furceli

SHEETS
furclebi

DRAWING NAME:
dasaxeleba:

saqarTvelos sazogadoebrivi
mauwyeblis axali ambebis

samsaxuris axali ,,niusrum"-is
administraciuli Senobis Sida el.

momaragebis proeqti

20A-3 20

Executor
Semsrulebeli

POSITION
Tanamdeboba

NAME
saxeli

SIGNATURE
xelmowera

DIRECTOR
direqtori

EL Engeneer
eleqtro inJineri

A. Chilachava
a. CilaCava

Project Manejer
proeqtis xelmZR.

Contracting authority
damkveTi

GEORGIAN PUBLIC BROADCASTER
0171, 68 Merab Kostava St, Tbilisi

POSITION
Tanamdeboba

NAME
saxeli

SIGNATURE
xelmowera

DIRECTOR
direqtori

Project Manejer
proeqtis xelmZR.

"Georgian Trading Group" LLC.
0119 Tbilisi, Georgia Samtredia str 51; H/60

10
13

450

37
1225

1. kabelebis kveTi da Zabvis vardna daTvlilia
4% procentis farglebSi da mocemulia sakabelo
jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44

CamrTveli erTklaviSa kabelkorobis  IP44

G+N rozeti kabelkorobis 2P+E 230V; 16A; IP44

UPS rozeti kabelkorobis 2P+E 230V; 16A; IP44 00

00

internet rozeti kabelkorobis 1xRJ-45 budiT IP44 00

00

00

250x560x160

unificirebuli serviz kadara IP65
saSemyvano avt. amomrTveli 3P 63A.
8x(2P+E) 220V; 16A

3P 63A 1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

00

industriuli rozeti (ked.ze montaJis)
(3P+N+PE) 16A /dedal/ /mamali/

00

bronirebuli gofrirebuli mili Ø 110 mm

liTonis mili Ø 110 mm

betonis el. Wa izolirebuli fundamentiT

da Tujis saxuraviT LxWxH - 1500x1500x1800 mm

plasmasis el. Wa izolirebuli fundamentiT

da rkinis saxutaviT LxWxH - 500x500x350 mm
EL SHAFT

kabel-korobis daboloeba sarqveli

kabel-korobis tesebri SemaerTebeli

kabel-korobis horizontal. kuTxe

kabel-korobis vertikaluri Sida kuTxe

kabel-korobi 80x110 mm

15 pc.

155 m.

pirobiTi aRniSvnebi

12 pc.

16 pc.

29 pc.

kabel-korobis gadabma 30 pc.

kabelebis moZraoba iatakis rkinis kabelarxSi
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mTavari energoganawilebis

sqema

Replacement source ( 400 V )
Calculated P per source before power factor correction:    000.00 kVA
I load (A) :                                                                            000.00 A
Power (kW):                                                                        000.00 kW
Chosen power per source :                   670.00 kVA
Target power factor     0.85

P=597.29 kW
Ib=1067.67 A

ATS 01

P-G

GenSet

(1) possible by forcing
operation.

G

MDB N

Q-AHU1

P-AHU1

P=15.00 kW
Ib=26.81 A

Ikmax=21.74 kA

AHU-1

L-65.0m-dU=1.27%
cable
3x10+1x10mm²
Copper

3P 32A (10kA)

P=22.00 kW
Ib=39.32 A

L-67.0m-dU=1.19%
cable
3x16+1x16mm²
Copper

3P 63A (10kA)

P=4.00 kW
Ib=7.15 A

3P 16A (10kA)

L-27.0m-dU=0.35%
cable
3x4+1x4.0mm²
Copper

ATS 02

NSX 250F
3P 250.00 (16kA)DB-SERVER

from
DB ATS-02

Ib=243.40 A
P=136.16 kW

from
DB ATS-02

TO UPS-01 TO UPS-02

R
E

ZE
R

V
E

 L
IN

E

DB SERVER

3P 16A (10kA)
Ir=0.90xIn

L-23.0m-dU=0.61%
cable Copper
5x4 mm²

3P 50A (10kA)
Ir=0.90xIn

L-25.0m-dU=1.23%
cable Copper
5x6 mm²

3P 25A (10kA)
Ir=0.90xIn

L-40.0m-dU=0.63%
cable Copper
5x4 mm²

3P 63A (10kA)
Ir=0.90xIn

L-40.0m-dU=1.15%
cable Copper
5x16 mm²

L-40.0m-dU=1.54%
cable Copper
5x6 mm²

L-26.0m-dU=0.36%
cable Copper
4x120+1x70 mm²

L-50.0m-dU=1.36%
cable Aluminium
3x((3x240+1x120)) mm²

3P 1250A (36kA)
Micrologic 2.0-1000.
Ir=0.90xIn
Im(Isd)=10.0xIr

P-N Replacement source

From Transformer
Replacement source

P=80.00 kW
Ib=135.87 A

3P 800A (25kA)
Micrologic 2.0-1000.
Ir=0.90xIn
Im(Isd)=10.0xIr

Bussbar

3P 800A (25kA)
Micrologic 2.0-1000.
Ir=0.90xIn
Im(Isd)=10.0xIr

Normal source ( 400 V )
Calculated P per source before power factor correction:     000.00 kVA
I load (A) :                                                                             000.00 A
Power (kW):                                                                          000.00 kW
Chosen power per source :                    630.00 kVA

NSX 250F
3P 250.00 (16kA)

Q-N

P=110.00 kW
Ib=196.62 A

Group of OUs-1

L-100.0m-dU=1.77%
cable
3x95.0+1x95.0mm²
Copper

3P 250A (10kA)

P=95.00 kW
Ib=169.81 A

Group of OUs-2

L-95.0m-dU=1.89%
cable
3x70+1x70mm²
Copper

3P 250A (10kA)

AHU-2 AHU-3

ONLINE
UPS 3P -400V; 200kVA

ONLINE
UPS 3P -400V; 200kVA

from MDB from MDB

UPS-1
Normal source

UPS-2
Rezerve source

R
E

ZE
R

V
E

 L
IN

E

possible preoryty
for feeder QU1

3P 160A (10kA)
Ir=0.90xIn

L-48.0m-dU=0.67%
cable Copper
4x70+1x35 mm²

3P 100A (10kA)
Ir=0.90xIn

L-10.0m-dU=0.19%
cable Copper
4x35+1x16 mm²

3P 16A (10kA)
Ir=0.90xIn

SB-00

L-12.0m-dU=0.08%
cable Copper
5x6 mm²

3P 160A (10kA)
Ir=0.90xIn

L-35.0m-dU=0.48%
cable Copper
4x70+1x35 mm²

SB-01G SB-02G SB-03G

3P 100A (10kA)
Ir=0.90xIn

L-68.0m-dU=1.28%
cable Copper
4x25+1x16 mm²

SB-04

3P 100A (10kA)
Ir=0.90xIn

L-15.0m-dU=0.33%
cable Copper
4x25+1x16 mm²

SB-05G SB-06G

3P 100A (10kA)
Ir=0.90xIn

L-38.0m-dU=0.68%
cable Copper
4x35+1x25 mm²

SB-07G

3P 100A (10kA)
Ir=0.90xIn

L-70.0m-dU=0.36%
cable Copper
4x35+1x25 mm²

SB-08

TSB-01 TSB-02 SB-ST-L SB-SEC SB-01U SB-02U

3P 63A (10kA)
Ir=0.90xIn

L-38.0m-dU=1.05%
cable Copper
5x16 mm²

SB-03U

3P 40A (10kA)
Ir=0.90xIn

L-30.0m-dU=1.41%
cable Copper
5x6 mm²

SB-05U

3P 63A (10kA)
Ir=0.90xIn

L-68.0m-dU=1.88%
cable Copper
5x16 mm²

SB-06U

3P 63A (10kA)
Ir=0.90xIn

L-52.0m-dU=1.47%
cable Copper
5x10 mm²

SB-07U

DB-SERVER

MDB-GPB

MDB-GPB DB-SERVER

2P 125A (6kA)
Ir=0.90xIn

L-25.0m-dU=0.36%
cable Copper
3x35+1x25 mm²

LED
MONITOR

Load 1f; 220; 50Hz.
Pn-20.0kW
In - 106.95 A
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1. kabelebis kveTi da Zabvis vardna daTvlilia

4% procentis farglebSi da mocemulia sakabelo
jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44
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PL-PROFILE1
18-34 Degree Zoomspot

PL-PROFILE1
18-34 Degree Zoomspot
Pn - 150 w

PL-PROFILE1
18-34 Degree Zoomspot

PL-FRESNEL1
15-54 Degree Fresnel
Pn - 150 w

PL-FRESNEL1
15-54 Degree Fresnel

PL-PROFILE1
18-34 Degree Zoomspot

PL-PROFILE1
18-34 Degree Zoomspot
Pn - 150 w

PL-PROFILE1
18-34 Degree Zoomspot

PL-FRESNEL1
15-54 Degree Fresnel
Pn - 150 w

PL-FRESNEL1
15-54 Degree Fresnel

PL-PROFILE1
Pn - 250 w

meore sarTuli

ganaTebis qseli

SB-05

S
B

-08

S
B

-0
6

S
B

-0
7

38301910 1910 38301910 1910 38301910

DB-06-L-1 28m.
6x3x25w-9m.

DB-06-L-2 28m.
6x4x2x18w-9m.

38301910 1910 38301910 1910 38301910

DB-07-L-1 28m.
6x3x25w-9m.

DB-07-L-2 28m.
6x4x2x18w-9m.

DB-07-L4-1
6x40w-38m.

DB-07-L4-1
6x40w-34m.

DB-07-L4-1
6x40w-30m.

DB-07-L4-1
6x40w-26m.

DB-07-L4-1
6x40w-22m.

DB-07-L4-2
6x40w-18m.

DB-07-L4-1
6x40w-14m.

EL Fan
Pn-2.0 Kw

E
L Fan

P
n-2.0 K

w

DB-08-L-01  12m.
4x41w-13m.+1x11kw-8m.

DB-08-L-02  6m.
8x11w-18m.

DB-08-L-03  8m.
9x11w-18m.
2x11w-8m.

DB-07-L-3 32m.
7x18w-20m.

DB-08-L-04  16m.
8x22w-20m.

DB-08-L-05  16m.
4x11w-28m.
1x51w-8m.

DB-07-L3
to inpuls relay

DB-07-L2
to inpuls relay

DB-07-L1
to inpuls relay

DB-06-L3
to inpuls relay

DB-06-L2
to inpuls relay

DB-06-L1
to inpuls relay

DB-06-L3
to inpuls relay

DB-06-L2
to inpuls relay

DB-06-L1
to inpuls relay

DB-05-L7-1 -5m.
10x18w-31m.

DB-05-L7-2 -5m.
11x18w-40m.

DB-05-L1 -25m.
3x39w-25m.

DB-05-L7
to inpuls relay

DB-05-L2 -25m.
3x39w-20m.

DB-05-L3 -16m.
4x39w-20m.

DB-05-L4 -29m.
3x41w-15m.
3x41w-20m.
5x34w-35m.

DB-05-L5 -25m.
4x41w-15m.
3x41w-15m.

DB-05-L6 -6m.
3x41w-15m.
6x41w-25m.
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1. kabelebis kveTi da Zabvis vardna daTvlilia
4% procentis farglebSi da mocemulia sakabelo
jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44

CamrTveli erTklaviSa kabelkorobis  IP44

G+N rozeti kabelkorobis 2P+E 230V; 16A; IP44

UPS rozeti kabelkorobis 2P+E 230V; 16A; IP44 00

00

internet rozeti kabelkorobis 1xRJ-45 budiT IP44 00

00

00

250x560x160

unificirebuli serviz kadara IP65
saSemyvano avt. amomrTveli 3P 63A.
8x(2P+E) 220V; 16A

3P 63A 1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

00

industriuli rozeti (ked.ze montaJis)
(3P+N+PE) 16A /dedal/ /mamali/

00

bronirebuli gofrirebuli mili Ø 110 mm

liTonis mili Ø 110 mm

betonis el. Wa izolirebuli fundamentiT

da Tujis saxuraviT LxWxH - 1500x1500x1800 mm

plasmasis el. Wa izolirebuli fundamentiT

da rkinis saxutaviT LxWxH - 500x500x350 mm
EL SHAFT

kabel-korobis daboloeba sarqveli

kabel-korobis tesebri SemaerTebeli

kabel-korobis horizontal. kuTxe

kabel-korobis vertikaluri Sida kuTxe

kabel-korobi 80x110 mm

15 pc.

155 m.

pirobiTi aRniSvnebi

12 pc.

16 pc.

29 pc.

kabel-korobis gadabma 30 pc.

kabelebis moZraoba iatakis rkinis kabelarxSi
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1. kabelebis kveTi da Zabvis vardna daTvlilia
4% procentis farglebSi da mocemulia sakabelo
jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44

CamrTveli erTklaviSa kabelkorobis  IP44

G+N rozeti kabelkorobis 2P+E 230V; 16A; IP44

UPS rozeti kabelkorobis 2P+E 230V; 16A; IP44 00

00

internet rozeti kabelkorobis 1xRJ-45 budiT IP44 00

00

00

250x560x160

unificirebuli serviz kadara IP65
saSemyvano avt. amomrTveli 3P 63A.
8x(2P+E) 220V; 16A

3P 63A 1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

00

industriuli rozeti (ked.ze montaJis)
(3P+N+PE) 16A /dedal/ /mamali/

00

bronirebuli gofrirebuli mili Ø 110 mm

liTonis mili Ø 110 mm

betonis el. Wa izolirebuli fundamentiT

da Tujis saxuraviT LxWxH - 1500x1500x1800 mm

plasmasis el. Wa izolirebuli fundamentiT

da rkinis saxutaviT LxWxH - 500x500x350 mm
EL SHAFT

kabel-korobis daboloeba sarqveli

kabel-korobis tesebri SemaerTebeli

kabel-korobis horizontal. kuTxe

kabel-korobis vertikaluri Sida kuTxe

kabel-korobi 80x110 mm

15 pc.

155 m.

pirobiTi aRniSvnebi

12 pc.

16 pc.

29 pc.

kabel-korobis gadabma 30 pc.

kabelebis moZraoba iatakis rkinis kabelarxSi

07.10.2016
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jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44

CamrTveli erTklaviSa kabelkorobis  IP44

G+N rozeti kabelkorobis 2P+E 230V; 16A; IP44

UPS rozeti kabelkorobis 2P+E 230V; 16A; IP44 00

00

internet rozeti kabelkorobis 1xRJ-45 budiT IP44 00

00

00

250x560x160

unificirebuli serviz kadara IP65
saSemyvano avt. amomrTveli 3P 63A.
8x(2P+E) 220V; 16A

3P 63A 1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

00

industriuli rozeti (ked.ze montaJis)
(3P+N+PE) 16A /dedal/ /mamali/

00

bronirebuli gofrirebuli mili Ø 110 mm

liTonis mili Ø 110 mm

betonis el. Wa izolirebuli fundamentiT

da Tujis saxuraviT LxWxH - 1500x1500x1800 mm

plasmasis el. Wa izolirebuli fundamentiT

da rkinis saxutaviT LxWxH - 500x500x350 mm
EL SHAFT

kabel-korobis daboloeba sarqveli

kabel-korobis tesebri SemaerTebeli

kabel-korobis horizontal. kuTxe

kabel-korobis vertikaluri Sida kuTxe

kabel-korobi 80x110 mm

15 pc.

155 m.

pirobiTi aRniSvnebi

12 pc.

16 pc.

29 pc.

kabel-korobis gadabma 30 pc.

kabelebis moZraoba iatakis rkinis kabelarxSi

07.10.2016

1 : 200

AutoCAD SHX Text
JB



4060

aivani

aivani

SB-01

TS
B

-0
1

S
B

-04

TS
B

-0
2

S
B

-0
2

S
B

-0
3

3P
 6

3A
1P 16

A
1P 16

A
1P 16

A
1P 16

A
1P 16

A
1P 16

A
1P 16

A
1P 16

A

3P
 6

3A
1P 16
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1P 16
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pirveli sarTuli

rozetebis qseli

S
B

-S
E

C

SB-STD-L

EL Fan
Pn-2.0 Kw

E
L Fan

P
n-2.0 K

w

DB-03-RG-01
8x0.45kw-15m.

DB-03-RU-01
4x0.45kw-15m.

DB-03-RG-02
8x0.45kw-18m.

DB-03-RG-02
4x0.45kw-18m.

DB-03-RG-03
8x0.45kw-21m.

DB-03-RG-03
4x0.45kw-21m.

DB-03-RG-04
12x0.45kw-28m.

DB-03-RU-04
6x0.45kw-28m.

DB-02-RG-13
12x0.45kw-52m.

DB-02-RU-13
6x0.45kw-52m.

DB-03-RU-05
4x0.45kw-24m.

DB-03-RG-05
8x0.45kw-24m.

DB-03-RU-06
2x0.45kw-22m.

DB-03-RG-06
4x0.45kw-22m.

DB-03-RG-07
8x0.45kw-22m.

DB-03-RU-07
4x0.45kw-22m.

DB-03-RG-08
8x0.45kw-26m.

DB-03-RU-08
4x0.45kw-26m.

DB-03-RU-09
4x0.45kw-32m.

DB-03-RG-09
8x0.45kw-32m.

DB-03-RU-10
2x0.45kw-30m.

DB-03-RG-10
4x0.45kw-30m.

DB-03-RG-11
8x0.45kw-29m.

DB-03-RU-11
4x0.45kw-29m.

DB-03-RU-12
4x0.45kw-36m.

DB-03-RG-12
8x0.45kw-36m.

DB-03-RU-13
5x0.45kw-39m.

DB-03-RG-13
10x0.45kw-39m.

DB-03-RG-16
8x0.45kw-37m.

DB-03-RU-16
4x0.45kw-37m.

DB-03-RG-15
8x0.45kw-39m.

DB-03-RG-15
4x0.45kw-39m.

DB-03-RG-14
8x0.45kw-42m.

DB-03-RG-14
4x0.45kw-42m.

DB-02-RU-12
5x0.45kw-39m.

DB-02-RG-12
10x0.45kw-39m.

2271

DB-02-RG-01
8x0.45kw-15m.

DB-02-RU-01
4x0.45kw-15m.

DB-02-RG-02
8x0.45kw-18m.

DB-02-RG-02
4x0.45kw-18m.

DB-02-RG-03
8x0.45kw-21m.

DB-02-RG-03
4x0.45kw-21m.

DB-02-RU-04
4x0.45kw-24m.

DB-02-RG-04
8x0.45kw-24m.

DB-02-RU-05
2x0.45kw-22m.

DB-02-RG-05
4x0.45kw-22m.

DB-02-RG-06
8x0.45kw-22m.

DB-02-RU-06
4x0.45kw-22m.

DB-02-RG-07
8x0.45kw-26m.

DB-02-RU-07
4x0.45kw-26m.

DB-02-RU-08
4x0.45kw-32m.

DB-02-RG-08
8x0.45kw-32m.

DB-02-RU-09
2x0.45kw-30m.

DB-02-RG-09
4x0.45kw-30m.

DB-02-RG-10
8x0.45kw-29m.

DB-02-RU-10
4x0.45kw-29m.

DB-02-RU-11
4x0.45kw-36m.

DB-02-RG-11
8x0.45kw-36m.

DB-03-RG-16
8x0.45kw-37m.

DB-03-RU-16
4x0.45kw-37m.

DB-02-RG-15
8x0.45kw-39m.

DB-02-RG-15
4x0.45kw-39m.

DB-02-RG-14
8x0.45kw-42m.

DB-02-RG-14
4x0.45kw-42m.

DB-03-RG-16
4x0.45kw-19m.

DB-03-RG-18
4x0.45kw-24m.

DB-03-RG-17
6x0.45kw-24m.

DB-03-RU-17
2x0.45kw-24m.

DB-03-RG-20
4x0.45kw-26m.

DB-04-R-04
10x0.45kw-12m.

DB-04-R-05
4x0.45kw-16m.

DB-04-R-01
09x0.45kw-12m.

DB-04-R-02
2x0.45kw+1x2.0kw-8m.

DB-04-R-03 8m.
3x0.45kw-12m.
1x2.0kw-6m.

P-SEC-R1 (4x0.45kw-12m.)

P-SEC-R2 (9x0.45kw-24m.)

DB-01-R1G -15m
4x0.45kw-18m.
1x0.45kw-16m

DB-01-R2G -24m
4x0.45kw-14m.

DB-01-R3G -24m
8x0.45kw-20m.

DB-01-R1U -26m
6x0.45kw-24m.

DB-01-R4G -15m
1x0.45kw-8m.+3x11w-5m

DB-01-R5G -25m
8x0.45kw-18m.
4x0.45kw-14m.

DB-01-R2U -25m
4x0.45kw-18m.
2x0.45kw-16m.

DB-01-R7G -20m
8x0.45kw-18m.
4x0.45kw-14m.

DB-01-R3U -20m
4x0.45kw-18m.
2x0.45kw-16m.

UPS-2
80kVA

UPS-1
80kVA

DB-SERVER

TSB-01 TSB-02 SB-ST-L SB-SEC SB-01 U SB-02U SB-03U SB-05U SB-06U SB-07 U

DB-01-R6G -20m
6x0.45kw-24m.

DB-01-R8G -8m
6x0.45kw-24m.
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1. kabelebis kveTi da Zabvis vardna daTvlilia
4% procentis farglebSi da mocemulia sakabelo
jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44

CamrTveli erTklaviSa kabelkorobis  IP44

G+N rozeti kabelkorobis 2P+E 230V; 16A; IP44

UPS rozeti kabelkorobis 2P+E 230V; 16A; IP44 00

00

internet rozeti kabelkorobis 1xRJ-45 budiT IP44 00

00

00

250x560x160

unificirebuli serviz kadara IP65
saSemyvano avt. amomrTveli 3P 63A.
8x(2P+E) 220V; 16A

3P 63A 1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

00

industriuli rozeti (ked.ze montaJis)
(3P+N+PE) 16A /dedal/ /mamali/

00

bronirebuli gofrirebuli mili Ø 110 mm

liTonis mili Ø 110 mm

betonis el. Wa izolirebuli fundamentiT

da Tujis saxuraviT LxWxH - 1500x1500x1800 mm

plasmasis el. Wa izolirebuli fundamentiT

da rkinis saxutaviT LxWxH - 500x500x350 mm
EL SHAFT

kabel-korobis daboloeba sarqveli

kabel-korobis tesebri SemaerTebeli

kabel-korobis horizontal. kuTxe

kabel-korobis vertikaluri Sida kuTxe

kabel-korobi 80x110 mm

15 pc.

155 m.

pirobiTi aRniSvnebi

12 pc.

16 pc.

29 pc.

kabel-korobis gadabma 30 pc.

kabelebis moZraoba iatakis rkinis kabelarxSi

07.10.2016
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Conditioner;
Pn-3.5 kW; 220v

Conditioner;
Pn-3.5 kW; 220v

JB-P-R1

JB-P-L1

DB-02-RG-17
4x0.45kw-19m.

DB-02-RG-18
4x0.45kw-24m.

DB-02-RU-17
2x0.45kw-22m.

DB-02-RG-20
4x0.45kw-22m.

DB-02-RG-19
6x0.45kw-29m.
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meore sarTuli

rozetebis qseli

EL Fan
Pn-2.0 Kw

E
L Fan

P
n-2.0 K

w

DB-06-RG-07
12x0.45kw-32m.

DB-06-RU-07
6x0.45kw-32m.

DB-07-RG-04
12x0.45kw-32m.

DB-07-RU-07
4x0.45kw-32m.

DB-06-RU-01
4x0.45kw-20m.
DB-06-RG-01
8x0.45kw-20m.

DB-06-RU-02
2x0.45kw-18m.
DB-06-RG-02
4x0.45kw-18m.

DB-06-RU-03
4x0.45kw-24m.
DB-06-RG-03
8x0.45kw-24m.

DB-06-RU-04
4x0.45kw-22m.
DB-06-RG-04
8x0.45kw-22m.

DB-06-RU-05
4x0.45kw-28m.
DB-06-RG-05
8x0.45kw-28m.

DB-06-RU-06
4x0.45kw-26m.
DB-06-RG-06
8x0.45kw-26m.

DB-06-RU-08
4x0.45kw-36m.
DB-06-RG-08
8x0.45kw-36m.

DB-06-RU-09
4x0.45kw-34m.
DB-06-RG-09
8x0.45kw-34m.

DB-06-RU-10
4x0.45kw-42m.
DB-06-RG-10
8x0.45kw-42m.

DB-06-RU-11
4x0.45kw-40m.
DB-06-RG-11
8x0.45kw-40m.

24
00

3615 3589 7898 3693

DB-07-RU-01
4x0.45kw-20m.

DB-07-RG-01
8x0.45kw-20m.

DB-07-RU-02
4x0.45kw-18m.

DB-07-RG-02
8x0.45kw-18m.

DB-07-RU-03
4x0.45kw-24m.

DB-07-RG-03
8x0.45kw-24m.

DB-07-RU-04
4x0.45kw-22m.

DB-07-RG-04
8x0.45kw-22m.

DB-07-RU-05
4x0.45kw-28m.

DB-07-RG-05
8x0.45kw-28m.

DB-07-RU-06
4x0.45kw-26m.

DB-07-RG-06
8x0.45kw-26m.

DB-07-RU-08
4x0.45kw-36m.

DB-07-RG-08
8x0.45kw-36m.

DB-07-RU-09
4x0.45kw-34m.

DB-07-RG-09
8x0.45kw-34m.

DB-07-RU-10
4x0.45kw-42m.

DB-07-RG-10
8x0.45kw-42m.

DB-07-RU-11
4x0.45kw-40m.

DB-07-RG-11
8x0.45kw-40m.

DB-08-R-04
10x0.45kw-12m.

DB-08-R-05
8x0.45kw-16m.

DB-08-R-01  12m.
8x0.45kw+2x0.45kw.

DB-08-R-02
2x0.45kw+1x2.0kw-8m.

DB-08-R-03
3x0.45kw+1x2.0kw-8m.

DB-05-R1G -24m
4x0.45kw-14m.

DB-05-R1U -26m
6x0.45kw-24m.

DB-05-R3G -21m
4x0.45kw-14m.

DB-05-R5G -18m
4x0.45kw-14m.

DB-05-R2G -24m
4x0.45kw-14m.

DB-05-R2U -26m
4x0.45kw-24m.

DB-05-R4G -21m
4x0.45kw-14m.

DB-05-R6G -18m
4x0.45kw-14m.

DB-05-R3U -26m
5x0.45kw-24m.

DB-05-R7G -12m
6x0.45kw-14m.

DB-01-R8G -15m
1x0.45kw-8m.+3x11w-5m

DB-05-R10G -25m
8x0.45kw-18m.

DB-05-R4U -25m
4x0.45kw-18m.

DB-05-R9G -32m
2x0.45kw-12m.
2x0.45kw-14m.
6x0.45kw-29m.

DB-01-R11G -18m
8x0.45kw-18m.

DB-01-R5U -18m
4x0.45kw-18m.

DB-05-R12G -10m
6x0.45kw-22m.

DB-05-R6U -10m
6x0.45kw-14m.

DB-05-R13G -8m
6x0.45kw-32m.

DB-05-R7U -8m
6x0.45kw-24m.

DB-05-R14G -6m
6x0.45kw-16m.

DB-05-R8U -6m
6x0.45kw-14m.
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1. kabelebis kveTi da Zabvis vardna daTvlilia
4% procentis farglebSi da mocemulia sakabelo
jurnalSi.
2. naxazebze naCvenebia kabelis dasaxeleba da sigrZeebi
gamanawilebel kolofebamde. rac Seexeba am kabelebis kveTebs da
sirgZeebs rogorc ganaTebis ise rozetebis qselisaTvis mocemulia
Sesab. faris sakabelo jurnalebSi
3. gamanawilebeli kolofidan momxmareblamde:
ganaTebis qselisaTvis  - 3x1.5 mm² (mravalwvera)
rozetebis qselisaTvis - 3x2.5 mm² (mravalwvera)

ganaTebis da rozetebis qselis kabelebi

kabelebis moZraoba sqemaze

kabelebis moZraoba liTonis milSi iatakSi

kabelebis moZraoba gofrirebul milSi

kabelebis moZraoba Werze
kabelarxis gareT

plasmasis unagiriani lursmani

plasmasis xamuTi 1500x10 mm
sainformacio kabeli FTP cat 5E

r/b kabelarxi
2500x200x50 mm

r/b kabelarxi
2500x300x50 mm

internet rozeti 1xRJ-45 budiT IP44

iatakis sarozeto kolofi
2x(2P+E)(UPS)+2x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

Rilakiani CamrTveli 230V; 16A; IP44

CamrTveli orklaviSiani 230V; 16A; IP44

CavrTveli erTklaviSiani 230V; 16A; IP44

satelevizio rozeti  IP44

internet rozeti 1xRJ-45 budiT IP44

00

pirobiTi aRniSvnebi

gamanawilebeli kolofi 110x110x95 mm.

reversuli CamrTveli erTklaviSani 230V; 16A; IP44

G+N rozeti 2P+E 230V; 16A; IP44

eleqtro xelSaSrobi
Pn 2000w; 230v.

EL Fan
Pn-2.0 Kw

kvebis miwodebis wertili

iatakis sarozeto kolofi
2x(2P+E)(UPS)+4x(2P+E)(G+N)2x(2xRJ45)
80x80 standartis budiT

UPS rozeti 2P+E 230V; 16A; IP44 00

00

00

00

00

00

00

00

00

00

00

00

00

CamrTveli orTklaviSa kabelkorobis  IP44

CamrTveli erTklaviSa kabelkorobis  IP44

G+N rozeti kabelkorobis 2P+E 230V; 16A; IP44

UPS rozeti kabelkorobis 2P+E 230V; 16A; IP44 00

00

internet rozeti kabelkorobis 1xRJ-45 budiT IP44 00

00

00

250x560x160

unificirebuli serviz kadara IP65
saSemyvano avt. amomrTveli 3P 63A.
8x(2P+E) 220V; 16A

3P 63A 1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

1P
16A

00

industriuli rozeti (ked.ze montaJis)
(3P+N+PE) 16A /dedal/ /mamali/

00

bronirebuli gofrirebuli mili Ø 110 mm

liTonis mili Ø 110 mm

betonis el. Wa izolirebuli fundamentiT

da Tujis saxuraviT LxWxH - 1500x1500x1800 mm

plasmasis el. Wa izolirebuli fundamentiT

da rkinis saxutaviT LxWxH - 500x500x350 mm
EL SHAFT

kabel-korobis daboloeba sarqveli

kabel-korobis tesebri SemaerTebeli

kabel-korobis horizontal. kuTxe

kabel-korobis vertikaluri Sida kuTxe

kabel-korobi 80x110 mm

15 pc.

155 m.

pirobiTi aRniSvnebi

12 pc.

16 pc.

29 pc.

kabel-korobis gadabma 30 pc.

kabelebis moZraoba iatakis rkinis kabelarxSi
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